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FIN FLOOR

NOTE

1 ’H AS REQUIRED FOR EQUIPMENT FURNISHED TO MATCH

ELEVATIONS SHOWN.

VALVE SUPPORT
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\-SMITH BLAIR RESTRAINT PLATE SIZED PER
SMITH BLAIR INFORMATION APPROPRIATE TO
PIPE SIZE AND DESIGN PRESSURE. USE A
MINIMUM OF 4 TIE RODS.

FOR 12" DIAMETER PIPE AND LARGER

— PROVIDE 1/16” GASKETS
EACH FLANGE FACE
(TYP)

Y FLEXIBLE COUPLING
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u (_‘\ _ —

STEEL PLATE THRUST RINGS.
THICKNESS TO BE AT LEAST AS
THICK AS PIPE FLANGE.

T o vy (2

HEX NUT AND LOCK
WASHER

(TYP ALL BOLTS)

PIPE FLANGE BOLTS ARE TO

NUMBER AND SIZE OF HOLES AND
DIAMETER OF BOLT CIRCLE IS TO FIT
STANDARD ANS! 125 LB FLANGE DRILLING

SEE PIPE MANUFACTURER’S DIMENSIONS

(4) DIA+1/8" HOLES
BOLT CIRCLE = OD PIPE
FLANGE + 2 1/2" MIN

MACHINE FINISH ALL EDGES
OF STEEL PLATE

EXTEND THROUGH FLANGES AND

THRUST RINGS

OMITTED FOR CLARITY

CARRIER PIPE AS
SHOWN ON PLANS

——l L— 2 3/4” PROJECTION

NOTES

1 FOR PIPE 6" DIA AND SMALLER, USE (2) 3/4” DIA
TIE RODS MIN.

2 FOR PIPE 8" DIA AND LARGER, USE (4) 1” DIA TIE
RODS MIN.

THRUST HARNESS FOR FLEXIBLE COUPLING

DETAIL /B
\_/

NTS

PRESSURE GAUGE OR
PRESSURE SWITCH
(REFER TO SPECS)

BRASS PRESSURE
SNUBBER

SST PROTECTIVE
DIAPHRAGM

J\~ 1/2” BALL VALVE

\./
/@ 316" |/
PIPE/ 1" — 300 LB HALF CPLG — WELD TO

PIPE OR TAPPED CONNECTION FOR DI

1/2" BALL
VALVE

1’, x 1/2,!
300 LB BUSHING

NOTE

1 USE DIAPHRAGM SEALS AND VALVES FOR ALL CHEMICALS,
SEWAGE, SLUDGE AND OTHER LIQUIDS CONTAINING SOLIDS.

PRESSURE GAGE OR SWITCH
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NTS U
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TRACR PROTECTION SHORINGS

&Y dimensions ore neatured perpendicuior 14 £ ?f@i&»

e controstor shall provide and instell fragk
srotect on shoring befors compansing sxgovalion.
Prier to commencing ony work, the sontraster sheil
submit for opproval by the Englnser ong UPRE,
deialisd plons londiceting ths natre and extent of
e frack protecyion shoring propssed.

Snioring sholi be destaned for foopers £80 {iva
THoss surchargs ond the UPRR moy lnpose mors
stringent raquiremsnts as congitions woranh

For axcovotions which engroeach info felireat tive foad
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& copy-of he design colouiations, ohd both must be
stomped by o registerad profassional snglnest,
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Shoring wili ba per 0SHA Stendards
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RACK PROTECTION SHORING REQUIREMENTS
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